


	
		×
		

	






    
        
            
                
                    
                        
                    
                

                
                    
                        
                    
                

                
                    
                        
                            
							
                        

                    

                

                
                    	
                            Log in
                        
	
                            Upload File
                        


                

            


            
                
                    	
                            Most Popular
                        
	
                            Art & Photos
                        
	
                            Automotive
                        
	
                            Business
                        
	
                            Career
                        
	
                            Design
                        
	
                            Education
                        
	
                            Hi-Tech
                        


                    + Browse for More
                

            

        

    



    
        
            
                
                

                
                	Home
	Documents

	GE Fanuc Automation - usedplcs.co.ukusedplcs.co.uk/manuals/Ge Fanuc/90-70/gfk0730b.pdf · At GE...



                




    
        
            
                
                    
                        

                        
                        
                    

                    
                        
						1

27
                        
                    

                    
                        
                        100%
Actual Size
Fit Width
Fit Height
Fit Page
Automatic


                        
                    

					
                

            

            
                
                    
                    
                    
                

                
                    

                    

                    
                        
                         Match case
                         Limit results 1 per page
                        

                        
                        

                    

                

            

            
									
    
        
        

        

        

        
        
            GE Fanuc Automation State Logic Products OnTOP for Series 90 -70 Online Troubleshooting and Operator Program User’s Manual GFK-0730B March 1998 
        

        
    






				            

        

    









                
                    GE Fanuc Automation - usedplcs.co.ukusedplcs.co.uk/manuals/Ge Fanuc/90-70/gfk0730b.pdf · At GE Fanuc automation, we strive to produce quality technical documentation. After you have


                    
                                                Download PDF
                        
                        Report
                    

                    
                        	
								Upload

									lelien
								

							
	
                                View

                                    243
                                

                            
	
                                Download

                                    0
                                

                            


                    

                    
                    
                        
                        
                            
                                    
Facebook

                        

                        
                        
                            
                                    
Twitter

                        

                        
                        
                            
                                    
E-Mail

                        

                        
                        
                            
                                    
LinkedIn

                        

                        
                        
                            
                            
Pinterest

                        

                    


                    
                

                

                    
                    Embed Size (px)
                        344 x 292
429 x 357
514 x 422
599 x 487


                    

                    

                    
                                        Citation preview

                    Page 1
						

Î
 GE Fanuc Automation
 State Logic� Products
 OnTOP for Series 90�-70
 Online Troubleshooting and
 Operator Program
 User’s Manual
 GFK-0730B March 1998

Page 2
						

GFL–002
 Warnings, Cautions, and Notesas Used in this Publication
 Warning
 Warning notices are used in this publication to emphasize that hazardous voltages, cur-rents, temperatures, or other conditions that could cause personal injury exist in thisequipment or may be associated with its use.
 In situations where inattention could cause either personal injury or damage to equip-ment, a Warning notice is used.
 Caution
 Caution notices are used where equipment might be damaged if care is not taken.
 Note
 Notes merely call attention to information that is especially significant to understandingand operating the equipment.
 This document is based on information available at the time of its publication. While ef-forts have been made to be accurate, the information contained herein does not purportto cover all details or variations in hardware or software, nor to provide for every pos-sible contingency in connection with installation, operation, or maintenance. Featuresmay be described herein which are not present in all hardware and software systems.GE Fanuc Automation assumes no obligation of notice to holders of this document withrespect to changes subsequently made.
 GE Fanuc Automation makes no representation or warranty, expressed, implied, or stat-utory with respect to, and assumes no responsibility for the accuracy, completeness, suf-ficiency, or usefulness of the information contained herein. No warranties of merchant-ability or fitness for purpose shall apply.
 The following are trademarks of GE Fanuc Automation North America, Inc.
 Alarm Master CIMSTAR Helpmate PROMACRO Series SixCIMPLICITY GEnet Logicmaster Series One Series 90CIMPLICITY 90–ADS Genius Modelmaster Series Three VuMasterCIMPLICITY PowerTRAC Genius PowerTRAC ProLoop Series Five Workmaster
 Copyright 1992-1998 GE Fanuc Automation North America, Inc.All Rights Reserved
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 Preface
 Content of this Manual
 Chapter 1. Getting Started
 Chapter 2. Installation
 Chapter 3. Starting OnTOP
 Chapter 4. OnTOP Security System
 Chapter 5. OnTOP Functions
 Chapter 6. Quick Reference Guide
 We Welcome Your Comments and Suggestions
 At GE Fanuc automation, we strive to produce quality technical documentation. Afteryou have used this manual, please take a few moments to complete and return theReader ’s Comment Card located on the next page.
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GE Fanuc Automation North America, Inc. GFJ–317C
 Software License Agreement
 YOU SHOULD CAREFULLY READ THE FOLLOWING TERMS AND CONDITIONS BEFORE OPENING THIS PACKAGE. OPENING THIS PACKAGE SIGNI-FIES YOUR ACCEPTANCE OF THESE TERMS AND CONDITIONS. IF YOU DO NOT AGREE WITH THEM, YOU SHOULD PROMPTLY RETURN THE PACK-AGE UNOPENED ALONG WITH ANY OTHER ITEM THAT WAS INCLUDED IN THE SAME CATALOG NUMBER FOR FULL CREDIT.
 You, as the Customer, agree as follows:1. DEFINITIONS
 ”Application Software” shall mean those portions of the Licensed Software, in object code form only,created by GE Fanuc.
 ”Designated Computer” shall mean the one (1) computer upon which Customer shall run the Li-censed Software.
 ”Licensed Software” shall mean the Application Software plus any other software, in object codeform only, supplied by GE Fanuc pursuant to this Agreement. The Licensed Software may includethird party software, including but not limited to operating systems, licensed to GE Fanuc. If no oper-ating system software is included in the software provided under this Agreement, you must makeprovision for any required operating system software licenses.2. LICENSE
 2.1 Except as provided in section 2.2 below, you are granted only a personal, non–transfer-able, nonexclusive license to use the Licensed Software only on the Designated Computer. You maycopy the Licensed Software into machine readable form for backup purposes in support of your useof the Licensed Software on the Designated Computer, limited to one copy. No other copies shall bemade unless authorized in writing by GE Fanuc. You may not reverse compile or disassemble thesoftware. The Licensed Software, comprising proprietary trade secret information of GE Fanuc and/or its licensors, shall be held in confidence by Customer and protected from disclosure to third par-ties. No title to the intellectual property is transferred. You must reproduce and include all applicablecopyright notices on any copy.
 2.2 If you are an authorized GE Fanuc distributor or an Original Equipment Manufacturer whoincorporates the Licensed Software into your equipment for sale to an end user, you may transfer theLicensed Software to an end user provided that the end user agrees to be bound by the provisions ofthis Agreement.
 2.3 GE Fanuc’s licensors having a proprietary interest in the Licensed Software shall have theright to enforce such interests, including the right to terminate this Agreement in the event of a breachof its terms pertaining to such proprietary interests.
 2.4 EXCEPT AS PROVIDED IN SECTION 2.2 ABOVE, IF YOU TRANSFER POSSESSION OF ANYCOPY OF THE LICENSED SOFTWARE TO ANOTHER PARTY WITHOUT WRITTEN CONSENT OF GEFANUC, YOUR LICENSE IS AUTOMATICALLY TERMINATED. Any attempt otherwise to sublicense,assign or transfer any of the right, duties or obligations hereunder is void.
 2.5 If the Licensed Software is being acquired on behalf of the U.S. Government, Departmentof Defense, the Licensed Software is subject to ”Restricted Rights”, including the legend to be affixedto the software as set forth in DOD Supplement to the Federal Acquisition Regulations (DFAR’s) para-graph 252.227–7013(c)(1). If software is being acquired on behalf of any other U.S. Governmententity, unit or agency, the Government’s rights shall be as defined in paragraph 52.227–19(c)(2) ofthe Federal Acquisition Regulations (FAR’s).3. WARRANTY
 3.1 GE Fanuc warrants that the Application Software will be in substantial conformance withthe specifications in the manual pertaining thereto as of the date of shipment by GE Fanuc. If, withinninety (90) days of date of shipment, it is shown that the Application Software does not meet thiswarranty, GE Fanuc will, at its option, either correct the defect or error in the Application Software, freeof charge, or make available to Customer satisfactory substitute software, or, as a last resort, return toCustomer all payments made as license fees and terminate the license with respect to the ApplicationSoftware affected. GE Fanuc does not warrant that operation of the Application Software will be unin-terrupted or error free or that it will meet Customer’s needs. All other portions of the Licensed Soft-ware are provided ”as is” without warranty of any kind.
 3.2 WITH RESPECT TO THE SOFTWARE WHICH IS THE SUBJECT OF THIS AGREEMENT, THEFOREGOING WARRANTIES ARE EXCLUSIVE AND ARE IN LIEU OF ALL OTHER WARRANTIESWHETHER WRITTEN, ORAL, IMPLIED OR STATUTORY. NO IMPLIED OR STATUTORY WARRANTY OFMERCHANTABILITY OR FITNESS FOR A PARTICULAR PURPOSE SHALL APPLY.4. LIMITATION OF LIABILITY
 4.1 IN NO EVENT, WHETHER AS A RESULT OF BREACH OF CONTRACT, BREACH OF WAR-RANTY, TORT (INCLUDING NEGLIGENCE) OR OTHERWISE SHALL GE FANUC OR ITS SUPPLIERS BELIABLE FOR ANY SPECIAL, CONSEQUENTIAL, INCIDENTAL OR PENAL DAMAGES INCLUDING, BUTNOT LIMITED TO, LOSS OF PROFIT OR REVENUES, LOSS OF USE OF THE LICENSED SOFTWARE ORANY PART THEREOF, OR ANY ASSOCIATED EQUIPMENT, DAMAGE TO ASSOCIATED EQUIPMENT,COST OF CAPITAL, COST OF SUBSTITUTE PRODUCTS, FACILITIES, SERVICES OR REPLACEMENTPOWER, DOWN TIME COSTS, OR CLAIMS OF CUSTOMER’S CUSTOMERS AND TRANSFEREES FORSUCH DAMAGES EVEN IF GE FANUC HAS BEEN ADVISED OF THE POSSIBILITY OF SUCH DAMAGES.
 4.2 EXCEPT AS PROVIDED IN SECTION 5, INDEMNITY, IN NO EVENT, WHETHER AS A RESULTOF BREACH OF CONTRACT OR WARRANTY, TORT (INCLUDING NEGLIGENCE) OR OTHERWISE,SHALL GE FANUC’S LIABILITY TO CUSTOMER FOR ANY LOSS OR DAMAGE ARISING OUT OF, ORRESULTING FROM THIS AGREEMENT, OR FROM ITS PERFORMANCE OR BREACH, OR FROM THELICENSED SOFTWARE OR ANY PART THEREFORE, OR FROM ANY SERVICE FURNISHED HERE-UNDER, EXCEED THE QUOTED CHARGES FOR THE LICENSED SOFTWARE. ANY SUCH LIABILITYSHALL TERMINATE UPON THE TERMINATION OF THE WARRANTY PERIOD AS SET FORTH IN SEC-TION 4.
 4.3 If GE Fanuc furnishes Customer with advice or other assistance which concerns LicensedSoftware or any portion thereof supplied hereunder or any system or equipment on which any suchsoftware may be installed and which is not required pursuant to this Agreement, the furnishing of suchadvice or assistance will not subject GE Fanuc to any liability, whether in contract, warranty, tort, (in-cluding negligence) or otherwise.
 4.4 The products to be licensed or sold hereunder are not intended for use in any nuclear,chemical or weapons production facility or activity, or other activity where failure of the productscould lead directly to death, personal injury or severe physical or environmental damage. If so used,GE Fanuc disclaims all liability for any damages arising as a result of the hazardous nature of the busi-ness in question, including but not limited to nuclear, chemical or environmental damage, injury orcontamination, and Customer shall indemnify, hold harmless and defend GE Fanuc, its officers, direc-tors, employees and agents against all such liability, whether based on contract, warranty, tort (in-cluding negligence), or any other legal theory, regardless of whether GE Fanuc had knowledge of thepossibility of such damages.5. INDEMNITY
 5.1 GE Fanuc warrants that the Application Software shall be delivered free of any rightfulclaim for infringement of any United States patent or copyright. If notified promptly in writing and givenauthority, information and assistance, GE Fanuc shall defend, or may settle, at its expense, any suit orproceeding against Customer so far as based on a claimed infringement which would result in abreach of this warranty and GE Fanuc shall pay all damages and costs awarded therein against Cus-tomer due to such breach. In case the Application Software is in such suit held to constitute such aninfringement and its use is enjoined, GE Fanuc shall, at its expense and option, either procure for Cus-tomer the right to continued use, or replace same with a non–infringing product or part, or modify theApplication Software so that it becomes non–infringing, or remove the software and refund the li-cense charge pertaining thereto (less reasonable depreciation for any period of use) and any trans-portation costs separately paid by Customer. The foregoing states the entire liability of GE Fanuc forpatent and copyright infringement by the Licensed Software or any part thereof.
 5.2 The indemnity under the preceding paragraph shall not apply to any use of ApplicationSoftware in conjunction with any other product in a combination not furnished by GE Fanuc as a partof this transaction. As to any such use in such combination, GE Fanuc assumes no liability whatsoev-er for patent and copyright infringement and Customer will hold GE Fanuc harmless against any in-fringement claims arising therefrom.6. TERM AND TERMINATION
 6.1 You may terminate the license granted hereunder at any time by destroying the LicensedSoftware together with all copies thereof and notifying GE Fanuc in writing that all use of the LicensedSoftware has ceased and that same has been destroyed.
 6.2 GE Fanuc, upon thirty (30) days notice, may terminate this Agreement or any license here-under if Customer fails to perform any obligation or undertaking to be performed by it under thisAgreement or if Customer attempts to assign this Agreement without the prior written consent of GEFanuc. Within twenty (20) days after any such termination of this Agreement, Customer shall certifyin writing to GE Fanuc that all use of the Licensed Software has ceased, and that same has been re-turned or destroyed, in accordance with GE Fanuc’s instructions.
 6.3 Sections 4, 6 and 7 of this Agreement shall survive any expiration or termination andremain in effect. Termination of this Agreement or any license hereunder shall not relieve Customer ofits obligation to pay any and all outstanding charges hereunder nor entitle Customer to any refund ofsuch charges previously paid.7. EXPORT
 7.1 If you intend to export (or reexport), directly or indirectly, the software products or techni-cal information relating thereto supplied hereunder or any portion thereof, it is your responsibility toassure compliance with U.S. export control regulations and, if appropriate, to secure any requiredexport licenses in your own name.8. GENERAL
 8.1 This Agreement shall be governed by the laws of the State of Virginia, without regard to itsconflict of law provisions. The provisions of the United Nations Convention on the International Sale ofGoods shall not apply to this Agreement.
 Should you have any questions concerning this Agreement, you may contact GE Fanuc by writiing to:GE Fanuc, P.O. Box 8106, Charlottesville, VA 22906.
 YOU ACKNOWLEDGE THAT YOU HAVE READ THIS AGREEMENT, UNDERSTAND IT AND AGREE TOBE BOUND BY ITS TERMS AND CONDITIONS. YOU FURTHER AGREE THAT IT IS THE COMPLETEAND EXCLUSIVE STATEMENT OF THE AGREEMENT BETWEEN US AND SUPERSEDES ANY PRO-POSAL OR PRIOR AGREEMENT, ORAL OR WRITTEN, AND ANY OTHER COMMUNICATIONS BE-TWEEN US RELATING TO THE SUBJECT MATTER OF THIS AGREEMENT. FURTHER, NO CHANGE ORAMENDMENT TO THIS AGREEMENT SHALL BE EFFECTIVE UNLESS AGREED TO BY WRITTENINSTRUMENT SIGNED BY A DULY AUTHORIZED REPRESENTATIVE OF GE FANUC.
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 Chapter 1 Getting Started
 OnTOP stands for “Online Troubleshooting and Operator Program.” OnTOP is asoftware package that allows an IBM–PC computer to be used as an on–linecommunication device for the 90–70 State Logic� Processor (SLP). The SLP is acontroller module for the Series 90–70 PLC system that has an embedded State Engineoperating system which executes State Logic control programs. This control program iscreated with ECLiPS, GE Fanuc’s State Logic programming tool for programming inEnglish.
 OnTOP runs on an IBM–PC compatible or PS2 computer and connects to the StateEngine through the serial ports. This product is used as a run–time operator interfaceand maintenance troubleshooting tool.
 How to Use this Manual
 The first three sections explain how to get OnTOP up and running. To get a quick starton using the OnTOP functions, use the last section, the Quick Reference Guide, to seewhich functions to use to do various operations. Use the other sections for detailedinformation on the functions and the security system.
 Notational Conventions:
 1. All references to individual keys are enclosed in angle brackets.
 <Enter>
 2. Displays showing computer screens are actual OnTOP displays all having borderswith rounded corners.
 3. All text that the user is instructed to enter at the keyboard is displayed in bolditalics.
 4. References to menu options are displayed inside double quotes.
 “Advanced Troubleshooting Screen”
 � State Logic is a registered trademark of Adatek, Inc.
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1
 1-2 OnTOP Online Troubleshooting and Operator Program for Series 90–70 User’s Guide – March 1998 GFK-0730B
 Hardware Requirements
 1. IBM PC compatible or PS2
 2. Hard Disk
 3. 640K of RAM – Extended and/or expanded memory optional
 4. DOS version 3.1 or higher
 5. 5.25 or 3.5 inch drive
 6. Color or Monochrome monitor
 Getting Help
 There are four ways to get information about using OnTOP.
 1. The OnTOP Help System: The first OnTOP menu presents a choice to seeinstructions on using OnTOP. There are other menu options in OnTOP for access tothe OnTOP help system. In addition the help system is always accessible bypressing the help key, <F1>. This is a context sensitive help system, which meansthat the help displayed refers to the menu selection highlighted when the help keyis pressed.
 Whenever a help screen is displayed, hit the help key <F1> again to get moreinformation about different key functions. Press the <Esc> key to return to theprogram.
 2. The following manual sections provide detailed information on using the OnTOPprogram. Use the table of contents to locate specific information about a topic ofinterest.
 3. Call your local GE Fanuc distributor.
 4. Call the GE Fanuc Technical Support Hotline at 1–800–828–5747.
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 Chapter 2 Installation
 The OnTOP distribution disk #1 contains an installation program that creates a directo-ry, \ECLIPS\S90–70, on your hard disk, if this directory does not already exist. Theinstallation program copies the OnTOP files into this directory.
 Copy Protection
 OnTOP is copy protected so that only one copy can be installed per set of distributiondisks. If an attempt is made to run OnTOP without proper installation, a message is dis-played stating that this is an unauthorized version of OnTOP. After OnTOP has beeninstalled from the distribution disks, no more installations are allowed.
 There is an uninstall option in the installation program. Use this option to remove On-TOP from one computer and install it on another. When the uninstall option is chosen,the distribution disks are modified allowing another copy of OnTOP to be installed.
 Installation Procedure
 To start the installation program insert disk #1 into drive A or B. Make the drive the cur-rent logged drive by entering A: or B: then <Enter>. Next, type INSTALL then<Enter>. Fill in the options and follow the directions displayed.
 The first option is to choose to “ INSTALL” or “UNINSTALL OnTOP” . To select one ofthe options presented, use the arrow keys to highlight the appropriate choice and press<Enter>.
 The next display asks for the letter of the hard drive where OnTOP is to be installed. Cis the default hard drive letter, but you may delete this choice and enter another. Press<Enter> when the correct letter is displayed.
 The files will be copied to the appropriate drive. Insert the correct disk number whendirected to do so.
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 Chapter 3 Starting OnTOP
 Preparation Steps for Using OnTOP
 The following steps describe the typical procedure before using OnTOP.
 1. Write and debug the control program using ECLiPS.
 2. Set up the security system with ECLiPS.
 3. Use ECLiPS to Download the Program to the State Engine.
 4. Exit ECLiPS
 5. Make \ECLIPS\S90–70 the currently logged directory by typingCD \ECLIPS\S90–70 then <Enter>.
 6. Type ONTOP then <Enter> to start the program.
 Often, after a control program is developed using ECLiPS, the machine being controlledis duplicated, using OnTOP as the run–time interface to the controller. In this situationOnTOP executes on a different computer from the one where the program is initiallydeveloped using ECLiPS.
 To start OnTOP on a separate computer from the one where the program is developed,copy all of the program files (the disk files with the program name and different file ex-tensions) to the new computer. For example, if the project name is ASSEMBLY, all of thefiles in the ECLiPS current directory starting with ASSEMBLY should be copied over tothe OnTOP computer. The likely files are:
 ASSEMBLY.TG0 – English ProgramASSEMBLY.PRJ – Name Configuration Information���� ������ ����#!�� �!��!��
 ���� ������� ���#�! ����� ����!��#���
 ���� ������� � �!�%��$"�&� �������!��� ����!��#���
 �����������#$ ����!��#���
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 Enter the Password
 If the security system is used, the first display after the OnTOP logo asks for a password.Type in your password when asked. As the password is entered, the keystrokes are notdisplayed on the screen so that the password remains a secret from those who may bewatching the entry. If the password is valid, OnTOP reports the security level accessed.If the password is not valid, OnTOP gives the operator another chance. If the passwordis invalid three times, OnTOP returns to DOS.
 Connecting OnTOP with the Series 90-70 State Logic Processor
 The OnTOP host computer must be connected to the State Engine’s programming port.OnTOP immediately checks that it is connected to the State Logic Processor. If there is aproblem communicating, OnTOP indicates the problem and offers three options:
 Attempt to Connect AgainChange Host Comm Port SettingsExit OnTOP and Return to DOS
 If there is a problem connecting to the State Engine, check the serial cable to see that it isthe appropriate one to connect to the OnTOP serial port to the State Logic Processor se-rial port. Also, check that the State Logic Processor serial port being used is the desig-nated programming port. After making any changes, try the connection again.
 If there still is no connection, select the “Change Host Comm Port Settings” option dis-played with the message displayed on the screen. Check the baud rate and port numberselected are correct. The default baud rate for the State Logic Processor is 9600 and Port1 is the default programming port. If the “Exit OnTOP and Return to DOS” selection ischosen, the program exits, returning control to DOS.
 OnTOP Loads Program Information from the Program Disk File
 OnTOP now attempts to match the program resident in the State Logic Processor withthose stored in its current directory. If there is a match, OnTOP loads the program fromthe program files stored on the current drive. These files are created by ECLiPS duringprogram development and when the program is Downloaded to the State Logic Proces-sor.
 If OnTOP cannot find the files which correspond to the controller program, a message isdisplayed indicating this condition and presenting a YES/NO option of changing the cur-rent default path name. Answer NO to return to DOS. Answer YES to change the pathdirecting OnTOP to the drive and directory where the program files are stored.
 If the program in the controller is not the same version as the file on disk, OnTOP issuesan error message. To make the versions in the controller and on disk the same, useECLiPS make a new translation of the control program.
 Once the correct files are found, OnTOP starts executing. At this point choose from themenu to enter one of the modes of operation, view help on using OnTOP, or return toDOS.
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 OnTOP Modes of OperationAfter the password is entered and connection is made to the controller, a menu is dis-played offering these options:
 Enter Operator ModeEnter Troubleshooting ModeGet Instructions on Using OnTOP
 Exit OnTOP and Return to DOSSetup Functions
 There are two modes of operation, Troubleshooting Mode and Operator Mode. Bothmodes use the bar at the top to indicate the current program name. The bottom barshows important active keys and their functions. There are also two windows above thebottom information bar which display run–time system messages and whether the con-troller is running or halted. The use of the main display screen is the primary differencebetween the two modes.
 The Setup Functions option gives choices for the maximum number of States andVariable, and I/O Names. Select the smallest number possible for more efficientexecution and less required RAM space.
 Operator ModeThe Operator Mode main display is called the Terminal Log screen. This screen is de-signed to show system messages and run–time program messages from the State LogicProcessor. This information might be an operator interface menu screen, information forthe operator or data to be logged to a printer or disk file for future analysis.
 a80027
 Figure 3-1. Operator Mode Screen
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 From this display operators may also enter information to the control program, such asmenu choices or critical program data such as the number of parts to make or a high lim-it value for a tank level controller.
 A history of entries in the terminal log is viewed by pressing the <Up Arrow> key. Asthe <Up Arrow> key is pressed the display continues to scroll down to display previousmessages. To exit the scrolling mode and return to regular message display, press the<End> or <Esc> keys.
 Troubleshooting Mode
 The first display upon entering Troubleshooting Mode is the Troubleshooting Menu.This menu gives access to several of the OnTOP functions and also a way to exit OnTOPby choosing the “Quit and Return to DOS” option.
 a80028
 Figure 3-2. Troubleshooting Menu
 This menu is also a pathway to the Troubleshooting Mode main display which shows theEnglish program. Choose either “Advanced Troubleshooting Screen” or “BrowseThrough the English Text” options to view the English program.
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 a80029
 Figure 3-3. Troubleshooting Mode Screen
 This mode is designed for troubleshooting personnel and maintenance specialists toscroll through the English program and still have access to the OnTOP functions.
 Use the Show Word option to display the definition of the word at the cursor location.This is the one function of the Troubleshooting Mode that is not available in the Opera-tor Mode. If the word describes some data of the program (variables, analog values, ordigital I/O circuits), the current value is displayed. If a Task name is chosen the currentState of that Task is displayed. These values can also be changed from this display bypressing the <C> key, and entering a new value in the window provided.
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 Chapter 4 OnTOP Security System
 The OnTOP Security System is designed for machine operation safety. Through this fea-ture unauthorized access to the control of the machine is prevented. The security sys-tem allows up to 4 levels of security for OnTOP. Levels 1 – 3 are customized to allow ordisallow access to six functions. Level number 4 allows unlimited access to all of the fea-tures in OnTOP.
 NoteThere is no level of access to OnTOP that allows any program changes.
 To initialize the Security System, run ECLiPS from the same drive as OnTOP. Select“Security” from the ECLiPS Program Mode menu. Often, ECLiPS is uninstalled from thedrive after the program security system is initialized and the program is downloaded tothe controller.
 a80030
 Figure 4-1. ECLiPS Security Form
 Use the arrow keys to move the highlighted cursor to the OnTOP Level 1 Passwordblock in the security form. Enter the password. Move the cursor to Level 2, 3, 4 and en-ter the appropriate passwords. Move the cursor to the Function Access Table and enter a“Y” or an “N” to activate or deactivate the function listed for each level of security access.Also use this form to make any changes to an existing security system.
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 Chapter 5 OnTOP Functions
 OnTOP provides several functions to display and change I/O and data values in theState Logic Processor. The availability of some of these functions depends on the currentmode of operation. The Quick Reference Section at the end of this manual gives somehints about how to do different operations. Use the following section for more detailedinformation about each of these functions and the modes of operation where they areused.
 Modes of Operation
 OnTOP provides two modes of operation, Troubleshooting and Operator. The user mayeasily switch back and forth between the two modes.
 The Troubleshooting Mode is designed to be used by maintenance personnel for diag-nosing machine faults or evaluating a machine’s operation. Use this mode to view theEnglish text of the executing program while still maintaining access to the OnTOP on–line functions. The Troubleshooting Mode has two screens, one that displays a menu ofTroubleshooting Options and the other where the English program is displayed and theTroubleshooting options are selected with the function keys.
 Use the Operator Mode as an operator display for day to day interaction with theexecuting State Logic Processor program. Messages from the State Logic Processor aredisplayed on the screen and logged for future review. Information is sent to the StateLogic Processor using the keyboard. The OnTOP on–line functions are also used in thismode to observe and change State Logic Processor I/O and data values.
 View
 The View function is used to display real time data values and I/O conditions. This func-tion works a little differently depending on the current mode of operation. The Viewfunction may be selected from the Troubleshooting Menu or by the <F2> key in Opera-tor Mode and Troubleshooting Mode.
 Use the View function for these operations:
 Display Data Values in the State Logic ProcessorList the Event QueueAccess PID Tuning ScreenDisplay 90–70 CPU I/O and Register ConfigurationsView and Clear Fault Tables Stored in the 90–70 CPU
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 Display a Data Value
 This function allows the operator to view the real time value of any of the following datatypes:
 Data Types Hot Keys
 Analog Channels <Ctrl + A>
 String and Character Variables <Ctrl + S>
 Digital Points <Ctrl + D>
 Internal Flags
 Numeric (Integer and Float) Variables <Ctrl + N>
 Register Variables
 Reserved System Variables
 Current State of a Task
 This function works a little differently depending on the current mode of operation. InOperator Mode the value is displayed in the Terminal Log screen along with a timestamp. The listed hot keys are enabled so the values can be displayed without goingthrough the View Menu.
 In Troubleshooting Mode the hot keys are disabled, but the current value can bechanged. The value is displayed in a separate window which also provides the option ofchanging the current value. Data values cannot be changed using the View function inOperator Mode.
 For example, if the “Digital Points” data type is selected, a list of the Digital I/O channelnames is displayed along with the channel number. Select the Name to display andpress <Enter>. In Operator Mode a message is displayed in the terminal log screenstating the circuit Name and its value along with the current time. In TroubleshootingMode the value is displayed in a pop up window. While this window is displayed thecurrent value can be changed by pressing the <C> key and entering the new valuewhich Forces the digital point to ON or OFF condition.
 The one data type that cannot be changed is the System time variables. These time vari-ables cannot be changed through the State Logic Processor but must be changed directlyin the CPU using Logicmaster 90 or from a Ladder Logic program.
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 PID Loop ViewThe “PID Loop View” option allows the operator to view the real time PID Loop values.This table also allows the operator to enter in new values. This screen is often used totune the PID loop but can also be used to change the setpoint value.
 To view PID Loop values select the “PID Loop View” option then press <Enter>. A listof the PID loop names in the program is displayed. Select the loop to be displayed andpress <Enter>. The PID Loop Tuning screen for the particular loop is displayed.
 a80031
 Figure 5-1. PID Loop Tuning Form
 List and Clear Faults in the CPU Fault TablesSelecting this option displays the Fault Tables Menu. From this menu the PLC FaultTable and I/O Fault Table can be viewed and cleared. The display gives the time anddate of the last time the faults were cleared plus information about each fault, includinglocation, description, and time and date. The faults are listed with the most recent faultsat the top of the list.
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 Event Queue (Program Run, Halt, Power On/Off, etc.)The event queue option from the view menu displays up to the last 64 events and thetime that they occurred. Events consists of any of the following:
 ���� ���� �� �� ���������
 ����� ���
 ����� ��
 ������������
 ������������
 ���� �����
 ����� ����� ���� �
 ����� ����� ���� �
 �������� �����
 �� ������� �����
 These events are displayed in the terminal log screen. This function is not available inTroubleshooting Mode.
 PLC I/O and Register ConfigurationThis option provides information about each I/O and Register name. The number, type,and input/output status of each name is provided. In addition scaling information isprovided for each of the analog names.
 Force
 The Force function is used to compel any digital circuit or internal flag to assume an“ON” or “OFF” condition or to make an analog channel stay at a specified value. Theforced condition overrides real world conditions so that actual input conditions are ig-nored. The forced condition also overrides the program, ignoring program Statementswhich change the condition of the outputs.
 To use the force function, press <F3>. Select “Set or Modify Force List” option. To addan item to the forced list, press the <Insert> key. Select “Digital Points” and or “ InternalFlags” or Analog Channels” . A list of all names of that type is displayed. Select the nameof the item to be forced.
 The next option is to select the desired forced condition, ON or OFF, for digital pointsand flags, a value for analog channels. The force list displays all of the forced items andthe forced condition. Press the <Esc> key to return to the screen from which the Forceoption was selected. The maximum size of the Force Table is 64 entries. The Force func-tion works the same
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 MonitorThe monitor function is used to create monitor tables for a continuous view of real timedata. Up to 6 data entries can be displayed in one table. Up to 10 monitor tables can bedefined, to be displayed one at a time.
 a80032
 Figure 5-2. Monitor Table Display
 Use the Monitor function to work with the list of monitor tables. When the Monitorfunction is chosen, a menu of monitor functions is displayed. The “Load Next MonitorTable” option displays the next monitor table in the list. The <Tab> key is the hot keyfor this option. There are also functions to select a monitor table from the list, add amonitor table to the list, remove a table from the list, remove all tables from the list.
 TraceThe Trace function provides information about the real time operation of the State LogicProcessor. The State Logic Processor stores all of the State changes and the time that theState change occurred for display. To access the Trace function press the <F5> key fromthe Operator Mode menu. Select from three options:
 Upload Trace from the ControllerDisplay the Previously Uploaded TraceSetup Trace List (Add, Delete Tasks)
 The last option customizes the trace to display the State Changes of only selected Tasks.
 OnTOP displays the information in a table and allows the user to scroll up and down thelist with the cursor control keys. Some search commands are also available to search thelist for particular strings to quickly locate a specific State Name.
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 To exit the Trace mode press <Esc>. The following screen demonstrates a trace functiondisplay:
 a80033
 Figure 5-3. Trace Display
 ChangeThe Change function is used to modify data elements in the State Logic Processor orTune PID Loops. If the PID Tuning option is selected, the PID Loop is tuned as describedin the section describing the View function.
 The data types which may be changed using this function are:
 DATA TYPES HOT KEYS
 Analog Channel Names <Ctrl + A>
 String and Character Variable Names <Ctrl + S>
 Digital Point Names and Addresses <Ctrl + D>
 Internal Flag Names
 Numeric (Integer and Float) Variable Names <Ctrl + N>
 Current State of a Task
 Press <F6> from either Mode or choose View/Change from the Troubleshooting Menuto access this function. Select Change Data or Tune PID Loops. When a change is madein Operator Mode the change is listed with the current time in the terminal log screen.
 The one data type that cannot be changed is the System time variables. These time vari-ables cannot be changed through the State Logic Processor but must be changed directlyin the CPU using Logicmaster 90 or from a Ladder Logic program.

Page 23
						

5
 5-7GFK-0730B Chapter 5 OnTOP Functions
 Status
 The Status function is used to continuously display the active States of the State Logicprogram as it executes. The active State of one Task or of all the Tasks may be displayed.The Status function is also used to display system information, including scan rates,memory usage, run or halt mode, etc. System information is available only in OperatorMode. Press the <F7> key for the status function.
 Controller
 The Controller function is selected by pressing <F8>. Use this function to Run or Haltthe Control Program, Reset the Communication Port, Start and Stop the Printer Log Out-put, Activate or Deactivate Log File Output, Configure the State Logic Processor, anddownload a program to the State Logic Processor.
 Run Program in the ControllerThis command puts the controller into Run mode. This option is available in both Oper-ator Mode and Troubleshooting Modes.
 Halt Program in the ControllerThis command halts the program in the controller immediately without any prompt.This option is available in both Operator Mode and Troubleshooting Modes.
 Communication Port ResetThe communication port may become disabled by improper data transfer, so this func-tion is available to reset the port and restore communications with the controller. Thisoption is available in both Operator Mode and Troubleshooting Modes.
 Start Printer OutputThis function allows the user to send all of the data that is sent to the terminal log out toa printer attached to the parallel port 1. When the printer log is active, the word PRINTappears in the top bar of the screen. If there is a printer error, the printer log is no longeractive and an error message is displayed. To stop the printer log select that option fromthe menu. This option is available in both Operator Mode and Troubleshooting Modes.
 Activate Log File OutputThis function allows the data sent to the terminal log to also be sent to a disk file with auser given name of up to 8 characters. The log file name is given an extension of .LOG.The log file is limited in size to 100K bytes. This option is available in both OperatorMode and Troubleshooting Modes.
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 State Engine ConfigurationSelecting this option brings up the State Engine Configuration form which offers severalselections for configuring the State Logic Processor. These options manage the serialport (CCM setup, selecting the programming port, and CCM setup), how errors are han-dled, and the automatic program execution option. This form shows the current setupand provides a column for making changes. This option is available only in OperatorMode.
 Enable/Disable CCM Port
 These options control whether the CCM serial port uses the CCM2 communications pro-tocol or is just a normal serial port. The CCM port is always the port not selected to bethe programming port. For more information on using the CCM protocol see the Refer-ence Section of the ECLiPS User’s Manual.
 Set CCM Station Address
 Use this option to set the station number for the State Logic Processor. The State LogicProcessor must be given a station number in the range 1 – 90.
 Enable/Disable Automatic Program Execution on Powerup
 These options control whether the State Logic program starts to execute when power isapplied to the Series 90–70 control system. If this option is disabled, the State Logic Pro-cessor is in Halt mode when powered up.
 Error Handling Setup
 There are two classes of run–time errors generated by the State Logic Processor; criticaland non–critical. This option allows the State Logic Processor to be configured to eitherhalt the program or continue running when an error in either one of these two classesoccurs.
 When this option is chosen, first the critical error response and next the non–critical er-ror response is selected.
 Change Programming Port
 This option allows serial port selected to be the programming port to be changed. Theprogramming port is the one that connects the State Logic Processor to ECLiPS or On-TOP.
 Enter the number of the port that is the new programming port. If the programmingport is changed, the current connection between the State Logic Processor and OnTOP isno longer valid. The OnTOP computer must now be connected to the new State LogicProcessor programming port.
 Simulation Mode
 Disable communication with I/O if enabled.
 Enable/Disable 422/485 Serial Port Operation
 These 4 functions control the serial protocol used on the 2 serial ports. Either port can bean RS–422/485 port. Notice that different serial cable is required if the port is setup to bean RS–422/485 port.
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 Reset and Clear State Engine
 This option clears the memory in the State Logic Processor. The program is clearedalong with the State Engine configuration including CCM setup, error response, andRS–422 status of the serial ports. All of these options revert back to the default settings.
 Download Project to the Controller
 Use this option to download a project to the State Logic Processor. When this option isselected, OnTOP allows a new directory to be selected, then lists the projects in thechosen directory. Choose a project from the list to load a new program into the StateLogic Processor. If the program has been changed, but not translated by ECLiPS, thecontrol program files are a different version from the English files. If the files aredifferent versions, OnTOP displays a message and cancels the download. This option isonly available in Operator Mode.
 Show Word
 The Show Word function is used with the display of the English program. This functionis available only in the Troubleshooting Mode since the Operator Mode does not displaythe English text of the program.
 To use the Show Word function, move the cursor to any word of the program and press<F9>. If the word is a keyword or filler word, the definition of the word is displayed. Ifthe word is a user defined name, the current values of data represented by the name, aredisplayed along with the definition. These values may also be changed from this display.
 a80034
 Figure 5-4. Show Word Demonstration
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 Chapter 6 Quick Reference Guide
 The following table lists several of the operations that OnTOP performs. The functionswhich do these operations are listed along with function keys used to select the function.This table is intended to be a quick guide with little details of operation. For more in-formation about a particular function, see the sections of this manual which describe thefunctions.
 Operation Functions Key Mode
 Start/Stop Controller Controller <F8> Both
 Display Variable Data ViewShow WordMonitor
 <F2><F9><F4>
 BothTroubleshootingBoth
 Display Current States ViewShow WordMonitorStatus
 <F2><F9><F4><F7>
 BothTroubleshootingBothBoth
 Display History of StateChanges
 Trace <F5> Both
 Display System Status In-formation (Scan Rates, etc.)
 Status <F7> Operator
 Display History of SystemEvents
 View <F2> Operator
 Display Meaning and Valuesof Names in English Program
 Show Word <F9> Troubleshooting
 Display and Clear Faults View <F2> Both
 Display I/O and RegisterConfiguration
 View <F2> Both
 Set Controller Configuration(Serial Ports, Auto Run,Error Response)
 Controller <F8> Operator
 Change Variable Values ChangeViewShow Word
 <F6><F2><F9>
 BothTroubleshootingTroubleshooting
 Change Current States ChangeViewShow Word
 <F6><F2><F9>
 BothTroubleshootingTroubleshooting
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 Operation Functions Key Mode
 Force Digital I/O Circuits,Internal Flags, andAnalog Channels
 ForceViewShow Word
 <F3><F2> <F9>
 BothTroubl�shootingTroubleshooting
 Tune PID Loops View Change <F2> <F6> Both Both
 Download Program toController
 Controller <F8> Operator
 Continuously Monitor SeveralValues in the State LogicProcessor
 Monitor <F4> Both
 Display English Program Advanced Troubleshooting Screen BrowseEnglish Program
 TroubleshootingMenu
 Access On–Line ContextSensitive Help
 Instructions onCurrent Topic
 <F1> Both
 Display Instructions AboutUsing OnTOP
 Instructions onOnTOP Selection
 <I> TroubleshootingMenu
 Setup Funcations Set MAX states andvariables
 <S> Startup Menu
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